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1.Single phase power regulator install the
temperature controller 4-20mA wiring way
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4. Single phase power regulator VR type, pure VR and install
temperature controller contact control (ON-OFF ) the wiring way.:
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2. Single phase power regulator install the
temperature controller 1-5V wiring way
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3. Single phase power regulator of VR type.
Pure VR(JKO1) wiring way.:
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5. Single phase power regulator generally type, installs temperature controller
4-20mA and outside VR do a maximum restriction of wiring ways.:
VR(10K()) and PCB.(Model:JKO3)
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Comments:

Temperature controller 4-20mA"+"
and "-", separately use soldering tin
connect the JKO3 IN's "+ "and "-".

JKO3OUT's"-"and"+ " connect Single
phase power regulator "- "and"+".



